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This SPCC plan has been prepared in accordance with the most recent Code of Federal Regulations 
40 CFR 112-Oil Pollution Prevention. Implementation of the plan is the responsibility of Shady Acres 
Development (Shady Acres). 
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Introduction 
 
The following Spill Prevention Control and Countermeasure (SPCC) Plan has been developed in 
accordance with good engineering practices and in accordance with federal regulations 40 CFR 
Part 112. The plan has been prepared in a similar format to EPA’s sample SPCC plan found in 
their 2013 SPCC Guide for Regional Inspectors1. 
 
The purpose of this Spill Prevention, Control, and Countermeasure (SPCC) Plan is to describe 
measures implemented by Shady Acres to prevent oil discharges from occurring, and to prepare 
Shady Acres to respond in a safe, effective, and timely manner to mitigate the impacts of a 
discharge. For all emergencies, including oil spills, Shady Acres employees have been instructed 
to contact the company Manager (listed on the cover page) who will assist in response, reporting 
and clean up as necessary. 
 
In addition to fulfilling requirements of 40 CFR part 112, this SPCC Plan is used as a reference 
for oil storage information and testing records, as a tool to communicate practices on preventing 
and responding to discharges with employees, as a guide to facility inspections, and as a resource 
during emergency response.  
 
Shady Acres management has determined that this facility does not pose a risk of substantial 
harm under 40 CFR part 112, as recorded in the “Substantial Harm Determination” included in 
Appendix G of this Plan. 
 
This Plan provides guidance on key actions that Shady Acres must perform to comply with the 
SPCC rule, including:  
 


• Complete monthly and annual inspections as outlined in the Inspection, Tests, and 
Records section of this Plan (Section 3.7) using the inspection checklists included in the 
Appendices. 


 
• Perform preventive maintenance of equipment, secondary containment systems, and 


discharge prevention systems described in this Plan as needed to keep them in proper 
operating conditions. 


 
• Conduct annual employee training as outlined in the Personnel, Training, and Spill 


Prevention Procedures section of this Plan (Section 3.8) and document training on the 
log included in Appendix F. 


 
• If either of the following occurs: 
 


1. The facility discharges more than 1,000 gallons of oil into or upon the navigable 
waters of the U.S. or adjoining shorelines in a single spill event; 


or 


 
1 U.S. EPA SPCC Guidance for Regional Inspectors, Updated August 2013, Appendix D 
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2. The facility discharges more than 42 gallons of oil in each of two discharges into or 
upon the navigable waters of the United States or adjoining shorelines in two spill 
events occurring within any twelve-month period; 


then, 
 


Shady Acres will submit to the EPA Region 8 Regional Administrator (RA) and the 
Utah Department of Environmental Quality (UDEQ) the following information (see 
Section 3.3): 
 


1. Name of the facility 
2. Name of the owner or operator of the facility 
3. Location of the facility 
4. Maximum storage or handling capacity of the facility and normal daily throughput 
5. The corrective actions and/or countermeasures taken, including an adequate 


description of equipment repairs and/or replacements 
6. Adequate description of the facility, including maps, flow diagrams, and 


topographical maps 
7. The cause(s) of such spills, including a failure analysis of the system or subsystem 


in which the failure occurred 
8. Additional preventative measures taken or contemplated to minimize the 


possibility of recurrence 
9. Such other information as the Regional Administrator may reasonably require 


pertinent to the SPCC plan or spill event 
 


• Review the SPCC Plan at least once every five (5) years and amend it to include more 
effective prevention and control technology, if such technology will significantly reduce 
the likelihood of a spill event and has been proven effective in the field at the time of 
the review. Plan amendments, other than administrative changes discussed above, must 
be recertified by a Professional Engineer on the certification page in Section 1.2 of this 
Plan. 


 
• Amend the SPCC Plan within six (6) months whenever where is a change in facility 


design, construction, operation, or maintenance that materially affects the facility’s spill 
potential. The revised Plan must be recertified by a Professional Engineer (PE). 


 
• Review the Plan on an annual basis. Update the Plan to reflect any “administrative 


changes” that are applicable, such as personnel changes or revisions to contact 
information, such as phone numbers. Administrative changes must be documented in 
the Plan review log of Section 1.4 of this Plan, but do not have to be certified by a PE. 
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Part 1 Plan Administration 
 


1.1  Management Approval and Designated Person (40 CFR 112.7) 


 
This SPCC Plan was developed in accordance with the guidelines provided in 40 CFR Part 112. 
This SPCC Plan provides specific policies and procedures for the protection and wellbeing of 
Shady Acres employees, the public, and the environment. This SPCC Plan has been prepared 
with the full support and approval of Shady Acres management, who have the authority to 
commit necessary resources. The manpower, equipment and materials required to prevent and 
control oil spills into waters of the United States as detailed in this SPCC Plan will be 
implemented as herein described. Shady Acres has implemented this plan and will amend it as 
necessary with respect to facility expansion, modification, or improvement. 
 
It is believed this SPCC plan meets applicable State and local requirements for spill prevention, 
control and countermeasures. 
 
 
Authorized Representative: 
 
Signature: ________________________________ Title: ____________________________ 
 
Date: ____________________________________ 
 
 
The facility has designated a person to be accountable for spill prevention, spill mitigation and 
reporting to both facility management and applicable authorities. The designated individual is 
listed on the cover page of this SPCC Plan. 
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1.3  Location of SPCC Plan (40 CFR 112.3(e)) 


 
A copy of the SPCC plan will be kept at the Shady Acres facility in the main office and will be 
available to regulatory agencies upon request. 
 


1.4  Plan Review (40 CFR 112.3 and 112.5) 


 
The Spill Prevention Control and Countermeasure (SPCC) Plan shall be reviewed and, if 
necessary, amended should any of the following occur: 
 


1. Discharge of 1,000 gallons of oil into or upon the navigable waters (includes 
wetlands and storm sewer systems) of the United States or adjoining shorelines in 
a single spill event. 


 
2. Discharge more than 42 gallons of oil in each of two discharges into or upon the 


navigable waters of the United States or adjoining shorelines in two spill events 
occurring within any twelve-month period. 


 
3. Change in the facility design, construction, operation or maintenance which 


materially affects the facilities potential for the discharge of oil into or upon the 
navigable waters of the United States or adjoining shorelines. 


 
Major amendments to the SPCC plan meeting one or more of the above criteria shall be reviewed 
and certified by a Registered Professional Engineer. Each amendment of the SPCC plan shall 
also result in a complete review and evaluation of the SPCC plan. Minor amendments such as 
changing names of facility personnel, changing phone numbers or updating the list of facility 
contacts will not require certification by a professional engineer. 
 
A complete review and evaluation of the SPCC plan shall be performed at least once every five 
years from the most recent certification date.  Should there be no changes, documentation of this 
review shall be affixed to the SPCC plan. The following form should be completed to document 
all SPCC reviews. 
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SPCC Review Documentation 
 


Company Review 
 
Review Date: ________________________________ 
 
“I have completed review and evaluation of this SPCC Plan and will / (will not) amend the Plan 
as a result”.               (Circle one) 


 
Signature: ________________________________ 
 
Comments: ____________________________________________________________ 


  ____________________________________________________________ 


  ____________________________________________________________ 
 
 
Review Date: ________________________________ 
 
“I have completed review and evaluation of this SPCC Plan and will / (will not) amend the Plan 
as a result”.               (Circle one) 


 
Signature: ________________________________ 
 
Comments: ____________________________________________________________ 


  ____________________________________________________________ 


  ____________________________________________________________ 


 
 
Review Date: ________________________________ 
 
“I have completed review and evaluation of this SPCC Plan and will / (will not) amend the Plan 
as a result”.               (Circle one) 


 
Signature: ________________________________ 
 
Comments: ____________________________________________________________ 


  ____________________________________________________________ 


  ____________________________________________________________ 
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1.5  Facilities, Procedures, Methods, or Equipment Not Yet Fully Operational (40 
CFR 112.7) 


 
It is believed all necessary SPCC facilities, procedures, methods, and equipment are in operation 
at this facility with the following exceptions: 
 
➢ None noted as of November 2022 


 
1.6  Cross-Reference with SPCC Provisions (40 CFR 112.7) 


 
The following table references SPCC regulations in 40 CFR Part 112 with corresponding 
sections in this SPCC plan: 
 
Table 1.6 Regulatory Cross Reference Table 


Regulatory Section in 
40 CFR Part 112 


Description of Required Information Shady Acres SPCC 
Plan Format 


112.3 (d) Professional Engineering Stamp 1.2 
112.4 SPCC Plan Amendment by Regional Administrator 1.4 
112.5 SPCC Plan Amendment by owner/operator 1.4 
112.7 – General Requirements for SPCC Plans 
112.7 (a)(1)  Discussion of facility’s conformance with Part 112 All Plan Sections  
112.7 (a)(2)  Compliance with applicable portions of Part 112 All Plan Sections 
112.7 (a)(3)  Description of Physical Layout and Facility Diagram 2.1, 3.2, Appendix I 
112.7(a)(3)(i)  Type of oil in each container and its storage capacity 4.2 
112.7(a)(3)(ii)   Discharge prevention measures Part 3 
112.7(a)(3)(iii)   Discharge and drainage controls 3.4, 4.1 
112.7(a)(3)(iv)   Countermeasures for discharge discovery, response and 


cleanup 
Part 5 


112.7(a)(3)(v)   Disposal methods for recovered materials 5.3 
112.7(a)(3)(vi)   Contact list and phone numbers Appendix H 
112.7(a)(4)   Discharge reporting procedures 3.3, 5.4 
112.7(a)(5)   Discharge response procedures Part 5 
112.7(b)   Prediction of direction, rate of flow and total quantity 


discharged from each type of major equipment failure 
2.2, 3.4, 4.1 


112.7(c)   Description of secondary containment and/or diversionary 
structures 


3.5 


112.7(d)   Explanation why secondary containment structures are not 
practicable 


3.6 


112.7(d)(1)   Oil Spill Contingency Plan per 40 CFR Part 109 N/A 
112.7(d)(2)  Written commitment of manpower, equipment and 


materials for response to discharge 
N/A 


112.7(e)   Inspections, tests and records 3.7 
112.7(f)   Personnel, training and discharge prevention procedures 3.8 
112.7(g)   Security 3.9 
112.7(h)   Facility tank truck loading/unloading rack 3.10 
112.7(i)   Brittle fracture failure analysis 3.11 
112.7(j)   Discussion of conformance with applicable State standards 3.12 
112.8 – SPCC Plan Requirements for Onshore Facilities (excluding production facilities) 
112.8(b) Facility Drainage 4.1 
112.8 (c) – Bulk Storage Containers 
112.8(c)(1) Bulk storage containers – compatibility with materials in 


storage 
4.2.1 
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112.8(c)(2) Bulk storage containers - secondary containment  3.5, 4.2.2 
112.8(c)(3) Bulk storage containers – drainage of storm water from 


secondary containment areas 
4.3, 4.2.3, 3.5 


112.8(c)(4) Completely buried tanks – corrosion protection and leak 
testing 


4.2.4 


112.8(c)(5) Partially buried tanks – corrosion protection 4.2.5 
112.8(c)(6) Aboveground containers – integrity testing 3.7, 4.2.6 
112.8(c)(7) Internal heating coils – leakage control 4.2.7 
112.8(c)(8) Container liquid level sensing devices – overfill protection 4.2.8 
112.8(c)(9) Effluent treatment facilities – observation 4.2.9 
112.8(c)(10) Correction of visible discharges 4.2.10,  Part 5 
112.8(c)(11) Mobile or portable oil storage containers – positioning to 


prevent discharge and secondary containment 
4.2.11 


112.8(d) – Facility transfer operations, pumping, and facility process 
112.8(d)(1) Corrosion protection for buried piping 4.3.1 
112.8(d)(2) Proper handling of terminal connection at transfer point 4.3.2 
112.8(d)(3) Pipe supports 4.3.3 
112.8(d)(4) Inspection and testing of aboveground piping, valves and 


appurtenances 
4.3.4, 3.7 


112.8(d)(5) Warning to protect aboveground piping or oil transfer 
operations from vehicular traffic 


4.3.5 


112.20 Requirement to develop Facility Response Plan N/A 
112.21 Requirement to conduct facility response training and 


drills 
N/A 


112. Appendix C Substantial Harm Criteria Certification Form Appendix G 
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Part 2 General Facility Information 
 


2.1  Facility Description (40 CFR 112.7(a)(3)) 


 
The main SPCC-related activities at this site are the storage and sale of motor fuels (gasoline 
and diesel). Fuel storage consists of four vertical steel tanks located in a concrete 
containment structure. 
 
Bulk-fuel unloading operations occur adjacent to the tanks (west of the tank farm) on a dirt 
driveway that drains towards an earthen secondary containment basin. 
 
This site has several fuel dispensers open to the public for diesel and gasoline. Fiberglass fuel 
lines run underground from the tank farm to the dispensers. 
 
Traffic areas at the dispensers are finished concrete driveways. Other driveway areas on the 
property are gravel and dirt. 
 
Storm water drainage from the facility generally flows south, through the adjacent RV park 
and campground, and then into a golf course drainage channel. The golf course drainage 
channel flows SE into the Green River. The Green River, located about .39 miles SE of the 
fuel tanks, is considered the nearest navigable water. 
 
The drawings in Appendix I show the approximate location of the tanks, secondary 
containment areas, unloading areas, drainage points and general layout of the Shady Acres 
facility. 
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A. Facility Address, and Telephone 
 


Shady Acres Development – Green River Facility 
780 East Main Street 
Green River, UT 84525 
435-299-2279 
 


B. Facility Owner and Operator, Address, and Telephone 
 


Shady Acres Development – Green River Facility 
780 East Main Street 
Green River, UT 84525 
435-299-2279 
 


C. Facility Geographic Location Description 
 
Approximate Facility Coordinates: 


 Latitude:  38.994671 
Longitude:  -110.152457 
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2.2  Evaluation of Discharge Potential  


 
Shady Acres will minimize the potential for any release of oil to the surrounding areas 
with the use of secondary containment, implementation of a facility, tank and equipment 
inspection program, and a training program designed to educate employees in spill 
prevention. While experience has proven that the potential for equipment failure is low 


there still remains a chance for material to be released onto the property. This section 
addresses the spill potential for the facility. 


 
The areas of spill potential are as follows: 


 
A. Storage tanks and/or associated piping or equipment failure. 
B. Bulk oil (gasoline and diesel fuel) truck unloading. 
C. Vehicle fueling at dispensers. 
 
A. If a storage tank failed and if the secondary containment associated with that tank 


failed there is a potential for material to be released from the site. The release 
point would vary depending on the location; however, the terrain near the tanks 
generally flows south towards the adjacent RV park and campground and then 
into a drainage channel on the adjacent golf course. The golf-course drainage 
channel flows SE into the Green River. Potential spill scenarios from tanks 
include overfilling a tank, leaving a valve open, a leaking tank, or a leaking tank 
fitting. 
 


B. A release from the truck unloading area just west of the tank farm will flow into 
the additional secondary containment basin adjacent to the tanks. The most likely 
potential for a leak or spill from the truck unloading area is due to a failure in the 
loading equipment or from driver error during unloading operations. It is 
anticipated that a driver will detect and stop a release within 30 seconds. At 200 
gpm loading/unloading a 30 second spill would release about 100 gallons. 
 


C. This facility operates as a gas station with fueling bays and fueling dispensers. 
Secondary containment for fueling operations is provided by spill kits and the 
concrete pads at the fuel dispensers.  Runoff from the fueling area flows south 
towards the adjacent RV park and campground. The most likely release scenario 
from the fueling bays would be due to overfilling a fuel tank or from a fuel nozzle 
coming out of a tank during fueling. It is anticipated the person fueling their 
vehicle would notice and shut off a release within 30 seconds. At 20 gpm fueling 
rate a 30 second spill would release 10 gallons of fuel. 
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Table 2.2 lists the predicted failure, flow direction, flow rate and containment methods 
for potential release points: 


 
Table 2.2  Potential Discharge Situations at Shady Acres  
 


 
Source 


Type of 
Failure 


Volume 
(gal.) 


Discharge 
Rate 


(gal./hr) 


Direction 
of Flow 


Containment 
 


Tanks 1, 2, 3, 
4 in Tank 
Farm 


Tank overfill, 
Piping or valve 
failure, tank or 


fitting leak 


12,000 
10,000 
14,000 
6,400 


12,000 
(200 gpm) 


Within containment. 
Outside of 
containment flow is 
south towards 
drainage ditches in 
the adjacent RV 
Park and 
campground. 


Concrete 
containment walls 
and floor with 
additional 
containment 
capacity provided 
by a concrete basin 
adjacent to the tank 
farm. 


Unloading of 
Bulk Fuel 
Trucks 


Truck 
compartment 
rupture, hose 
failure or driver 
error 


100 
(200 gpm 


for 30 
seconds) 


12,000 
(200 gpm) 


Flow at the truck 
unloading area is 
south towards a 
containment basin. 
Beyond the 
containment basin 
flow is south into 
the RV park and 
campground. 


Drainage from the 
truck unloading 
area is into the 
additional 
containment area 
adjacent to the tank 
farm. 


Vehicle 
fueling 


Overfill fuel tank, 
drive off with 
dispenser nozzle 


10 gal. 
(20 gpm 
for 30 


seconds) 


20 gpm Flow off concrete is 
south towards the 
RV Park and 
campground. 


Concrete pad, spill 
kits. 


 
 


Storm water drainage from the facility generally flows south, through the adjacent RV park 
and campground, and then into a golf course drainage channel. The golf course drainage 
channel flows SE into the Green River. The Green River is located about .39 miles SE of the 
fuel tanks and is considered the nearest navigable water. 
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2.2.1 SPILL HISTORY 
 


A. Spill Events within Twelve Months Prior to the Effective Date of this Part 
 


There have been no reportable spill events in the 12 months prior to the effective date of 
this SPCC plan (April 2022). 


 
B. Written Description of Spills, Corrective Action Taken, and Plans for Prevention 


Recurrence 
 


The following table should be used to summarize spills or discharges, corrective actions 
taken and plans for preventing a recurrence: 
 


Description of Discharge Corrective Actions Taken Plans for Preventing 
Recurrence 
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Part 3 Discharge Prevention – General SPCC Provisions 
 
The following measures are implemented to prevent oil discharges during the handling, use, or 
transfer of oil products at the facility. Appropriate Shady Acres employees will be trained in the 
proper implementation of these measures. 
 


3.1  Compliance with Applicable Requirements (40 CFR 112.7(a)(2)) 


 
This facility uses concrete containment, earthen containment, and spill kits to provide secondary 
containment for oil-storage tanks, containers, and related activities. It is believed containment at 
this facility provides environmental protection equivalent to the requirements under 112.8(b)(3) 
to use ponds, lagoons, or catchment basins to retain oil at the facility in the event of an 
uncontrolled discharge. 
 
The property owners and managers live on site and this, along with locked valves on main lines 
to the tanks, provides adequate security for the tanks and equipment. 
 
 


3.2  Facility Layout Diagram (40 CFR 112.7(a)(3)) 


 
Drawings attached in Appendix I show the general layout of the facility with storage tank 
locations, drainage direction, drainage points, fueling areas, etc. 
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3.3  Spill Reporting (40 CFR 112.7(a)(4)) 


 
Spills of oil into or upon the navigable waters (including wetlands and municipal storm water 
systems) of the United States or adjoining shorelines will be reported IMMEDIATELY by the 
person responsible for spill prevention or the alternate qualified individual (see Cover Page of 
this plan) to the following: 
 


Diana Engleman (primary SPCC contact)   435-299-2279 cell 
 
Dustin Gingerich (alternate SPCC contact)   435-210-0063 cell 
 
Danna Engleman (alternate SPCC contact)   435-536-7758 cell 
 
National Response Center, 24-hr.     202-267-2675 
       800-424-8802 
 
State of Utah Department of Environmental Quality 
Environmental Response and Remediation Department of Emergency Management 
P.O. Box 144840 
168 North 1950 West 
Salt Lake City, Utah 84114-4840 
24-hour        801-536-4123   
    


The verbal spill report shall include the following: 
 


1. The name of the person making the report and their job title. 
2. The name, phone number and address of the facility. 
3. Time and date of the discharge. 
4. Identity of the petroleum oil discharged. 
5. Approximate quantity discharged. 
6. Location and source of discharge. 
7. Cause and circumstances of the discharge. 
8. Description of all affected media (soil, pavement, waterway, etc.) 
9. Existing and potential hazards, including whether or not an evacuation may be needed. 
10. Personal injuries or casualties, if any. 
11. Corrective action being taken and an appropriate timetable to control, contain and clean up 


the discharge. 
12. Name(s) and telephone number(s) of individual(s) who discovered the discharge. 
13. Identity of the personnel currently at the site of the discharge. 
14. Other unique or unusual circumstances. 
15. Other government agencies that have been notified or will be notified. 
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It is recommended that all oral contacts with government agencies in connection with spills be 
noted in writing, including the name of the person contacted, agency, time and date of call, and a 
brief summary of the discussion. 
 
Should the facility incur a spill in excess of 1,000 gallons in a single event or have two 
reportable spill2 events within any twelve-month period, the facility shall submit to its U.S. EPA 
Regional Administrator within 60 days from the time the facility became aware of the spill, the 
following: 
 


1. Name of the facility 
2. Name of the owner or operator of the facility 
3. Location of the facility 
4. Maximum storage or handling capacity of the facility and normal daily throughput 
5. The corrective actions and/or countermeasures taken, including an adequate description 


of equipment repairs and/or replacements 
6. Adequate description of the facility, including maps, flow diagrams, and topographical 


maps 
7. The cause(s) of such spills, including a failure analysis of the system or subsystem in 


which the failure occurred 
8. Additional preventative measures taken or contemplated to minimize the possibility of 


recurrence 
9. Such other information as the Regional Administrator may reasonably require pertinent 


to the SPCC plan or spill event 
 
This information will be submitted to the following EPA Regional Administrator: 


 
U.S. Environmental Protection Agency   303-312-6312 
1595 Wynkoop St. 
Denver, Colorado 80202-1129 


 
This information will also be provided to the State (see address above). 
 
  


 
2. Discharge more than 42 gallons of oil in each of two discharges into or upon the navigable waters of the 
United States or adjoining shorelines in two spill events occurring within any twelve-month period  
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3.4  Potential Discharge Volumes and Direction of Flow (40 CFR 112.7(b)) 


 
Table 2.2, above in Section 2.2, lists discharge volumes and direction of flow for potential 
discharge points at the facility. 
 


3.5  Containment and Diversionary Structures (40 CFR 112.7(c)) 


 
The facility is designed to prevent, contain and/or divert oil discharge from reaching a navigable 
watercourse by having a combination of these systems in place3: 


 
• Containment areas with adequate capacity and sufficiently impervious to contain 


spilled oil. 
• Absorbent spill kits, floor sweep, and sand materials. 
 


Secondary Containment (40 CFR 112.7 (c)(1)) 
Aboveground storage tanks have been equipped with secondary containment. For the storage 
tanks the secondary containment (containment now includes the main tank farm and the adjacent 
containment basin) can hold the contents of the largest-volume storage tank within the 
containment. An allowance has been made for the displacement capacity of other tanks within 
the containment area and for accumulated precipitation from a worst-case 24-hour storm event.  
 
Containment for truck unloading can hold the amount of oil that could be released during the 
most likely spill event during truck unloading. It is anticipated that a driver will detect and stop a 
release within 30 seconds. At 200 gpm loading/unloading a 30 second spill would release about 
100 gallons. Containment consists of drainage into the containment basin adjacent to the tanks. A 
normally-closed block valve must be opened during truck unloading. 
 
For a release from a vehicle being fueled at the dispenser it is anticipated the person fueling their 
vehicle will detect and stop a release within 30 seconds. At 20 gpm a 30 second release would be 
about 10 gallons. This amount will be contained with the use of spill kits and/or absorbent floor 
sweep or sand/dirt. 
 
Calculations of the storage capacities for secondary containment are included in Appendix B. 
The containment areas are shown on the drawings in Appendix I. The calculations are based on 
area dimensions and wall/berm elevations. The capacity of the largest tank is used as the required 
volume that needs to be contained. The volume of product that could be displaced by the smaller 
tanks in the tank farm is deducted from the secondary containment capacity. 
 
Drainage Control (40 CFR 112.8 (b)) 
The following drainage controls and measures are in place at this facility: 
 
Drainage from diked storage areas/secondary containment (40 CFR 112.8 (b)(1)) 
Storm water can accumulate in the outside tank farm and in the adjacent containment basin. 
Evaporation is the normal means of removing storm water from these areas; however, if needed 


 
3 See Section 1.5 for a discussion of additional secondary containment options being considered for the tank farm 
and truck unloading area. 
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accumulated storm water can be pumped or vacuumed out. Before removing storm water, the 
water must be inspected for any signs of oil or oil sheen. The form in Appendix E should be 
completed to document this inspection prior to manually removing water from the tank farm or 
truck-unloading containment areas. If oil or oily water is detected it cannot be discharged as 
storm water but should be collected and properly disposed of. 
 
Valves used on diked area storage (40 CFR 112.8 (b)(2)) 
There are no flapper-type valves of any kind installed to drain containment areas. A normally-
closed block valve controls drainage into the additional containment area. This valve is opened 
during truck unloading only and is closed when the truck is done unloading. 
 
Facility drainage systems from undiked areas (40 CFR 112.8 (b)(3)) 
Storm water drainage from the facility generally flows south, through the adjacent RV park and 
campground, and then into a golf course drainage channel. The golf course drainage channel 
flows SE into the Green River. The Green River is located about .39 miles SE of the fuel tanks 
and is considered the nearest navigable water. 
 
Final discharge of drainage (40 CFR 112.8 (b)(4)) 
Final discharge of drainage from the site is into the golf-course drainage channel south of the 
Shady Acres property. 
 
Facility Drainage Systems and Equipment (40 CFR 112.8 (b)(5)) 
Drainage channels and ditches through the adjacent RV Park and campground are the only 
systems in place for storm water drainage at this facility. 
 
The site plan drawing in Appendix I shows the general drainage plan for the site and a Google-
Earth aerial photo (also attached in Appendix I) shows the drainage pathway to the Green River. 
 


3.6  Practicability of Secondary Containment (40 CFR 112.7(d)) 


 
Secondary containment has been deemed practical for storage tanks at this facility. 
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3.7  Inspections, Tests and Records (40 CFR 112.7(e)) 


 
It is the responsibility of facility operating personnel to ensure that facility observations occur 
daily (when the facility is open) as a part of the regular operations. Formal tank and facility 
inspections occur on a monthly and annual basis (see forms in Appendices C and D). All 
inspection records will be maintained and kept on file for a minimum of three years at the 
facility. 
 
Table 3.7 shows the inspections performed, required frequency, and type of documentation that 
is used: 


 
Table 3.7.  Routine Inspections and Training for SPCC Compliance 


 
Type Frequency Forms/Records 


Daily Visual Equipment 
Observations 


Daily 
(when facility is open) 


None 
(if problems are noted, use Detailed 


Tank Inspection) 
Monthly Facility Inspection Monthly Monthly Facility Inspection Form 


(Appendix D) 
Monthly Tank Inspection Monthly Monthly Tank Inspection Form 


(Appendix C) 
Annual Tank Inspection Annual Annual Tank Inspection Form 


(Appendix C) 


New Employee Training As Needed SPCC Training/Meeting Form 
(Section 3.8 and Appendix F) 


Storm Water Removal from Tank 
Farm Containment As Needed 


Complete form in Appendix E prior to 
manually removing storm water from 


the tank farm containment area. 
Annual SPCC Training Annual SPCC Training/Meeting Form 


(Section 3.8 and Appendix F) 
Tank Integrity Testing Visual monthly and 


annual inspections of 
tanks by Shady Acres. 


Formal external 
inspections by SP001 


inspector at least every 
20 years 


Tank Inspection Forms 
(Appendix C) 


SP001 Inspection Report 


 
 


General Observations 
General facility observations will include tanks, piping, valves, secondary containment, drainage, 
loading/unloading areas, security, etc. Shady Acres personnel will conduct these observations 
when they are at the facility. Any leaks or potential problems will be corrected as soon as 
possible. 
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Monthly Inspection 
Storage tanks, piping, pumps, oil containers, secondary containment and facility security will be 
formally inspected on a Monthly basis. Copies of the monthly inspection forms are attached in 
Appendices C and D (equivalent monthly inspection forms can be used). Records of the monthly 
inspections will be kept by Shady Acres. Any deficiencies or problems will be reported 
immediately to Shady Acres management. Such problems will be corrected as soon as is feasible. 
 
Annual Tank Inspections 
Annually the tanks will be inspected for the items listed on the Annual Tank Inspection form in 
Appendix C (equivalent annual inspection forms can be used). Any deficiencies or problems will 
be reported to Shady Acres management. Such problems will be corrected as soon as possible. 
 
As Necessary 
Training Records. A record will be kept by Shady Acres of all training relating to the SPCC plan. 
A copy of the log to record training events is included in Appendix F. Other appropriate training 
records such as outside training courses related to the SPCC plan should also be kept by Shady 
Acres. 
 
Stormwater removal from a containment area. 
Before removing storm water, the water must be inspected for any signs of oil or oil sheen. The 
form in Appendix E should be completed to document this inspection prior to manually 
removing water from the tank farm or adjacent containment areas. If oil or oily water is detected 
it cannot be discharged as storm water but should be collected and properly disposed of. 
 
All records must be kept and maintained for a minimum period of three years. 
 
Tank Integrity Testing 
Per Steel Tank Institute (STI) guidelines in SP001, “Standard for the Inspection of Aboveground 
Storage Tanks”, the vertical tanks at this facility are considered “Category 1” shop-built tanks. 
As such these tanks need to be externally inspected by Shady Acres on a monthly and annual 
basis and be formally inspected by an authorized SP001 inspector at least every 20 years. The 
tanks were formally inspected by a SP001 inspector on October 26, 2022. The tanks should be 
externally inspected by October 2042, or as specified in the October 2022 inspection reports.  
 
Per API standards for tank repair and inspection (API-653), brittle fracture analysis is not 
required for the small shop-built tanks at this site.  
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3.8  Personnel Training and Discharge Prevention Procedures (40 CFR 112.7(f)) 


 
Appropriate Shady Acres employees will be trained as follows: 
 
Personnel Training and Instruction, 40 CFC 112.7 (f)(1) and (3) 
New Shady Acres personnel who will work with fueling operations, tank farm operations, or 
facility maintenance will be trained so that they understand the contents of this SPCC plan. An 
outline of the new-hire training follows below. Appropriate Shady Acres employees will receive 
annual review training of the SPCC plan. The same outline as that used for the new hire will be 
used for the review training. 
  
Any time there is a spill event or failure or if there are newly developed precautionary spill 
prevention measures to be put in place for the facility then all appropriate Shady Acres employees 
will be informed. Any necessary training will be conducted in conjunction with the spill event or 
the new spill prevention measures. 


 
The SPCC Training Outline is as follows: 


 
SPCC Training Outline 


 
The following outline is for training all new employees and is used as a guideline for 
annual SPCC training. 
 
1. Introduction to the SPCC plan. 


a.  Explain the purpose of the plan. 
b.  Review contents of the plan. 
c.  Discuss the facility areas included in the Shady Acres SPCC plan. 
d.  Review the emergency contacts for the facility. 


 
2. Review the spill history of the site and explain the measures taken to prevent future 


occurrences. Discuss any recent discharge occurrences and review prevention 
measures to avoid a reoccurrence. 
 


3. Review the potential for spills at the facility. 
 


4. Discussion of the secondary containment and its purpose. 
 


5. Discussion and hands-on training for deploying spill kits or absorbent materials in 
case of a spill emergency. 
 


6. Review the storage tanks. 
a.  Define which tanks are in service and in what service. 
b.  Train employees on how to read the associated tank gauges. 


 
7. Discuss how transfer operations are done at the Shady Acres facility. 


 
8. Review the operation of bulk-fuel unloading. 
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9. Train employees on how to conduct and complete Facility Inspections and how to 


complete the Inspection forms. 
a.  What to look for, i.e., leaks, oil stains, water in containment, oil in 


containment, valves improperly shut or open, etc. 
b.  How to report problems. 
c.  What to do with completed inspection forms. 


 
10. Review the facility security and the employees’ responsibility as it relates to 


maintaining this security. 
 


11. Review the SPCC spill reporting procedures and the company emergency response 
procedures. 
 


12. Discuss any recently developed or implemented precautionary measures or 
procedures. 


 
40 CFC 112.7 (f)(2) Designated Person 
A person has been designated to be accountable for discharge prevention. This person will be 
responsible to report to management concerning SPCC compliance. The designated person 
accountable for spill prevention will be responsible to ensure SPCC training is conducted (see 
cover page for designated person). 
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3.9  Security (40 CFR 112.7(g)) 


 
The Shady Acres Facility is open daily on a year-round basis. The fuel dispensing facility is open 
24-hours a day seven days a week. The following security measures are in place: 
 
3.9.1 Security Measures 
Main unloading valves at the truck connections will be locked shut except when in use. 
Shady Acres owners/operators live on site. 
Lighting is located to detect spills or leaks and to deter vandals.  
  
Security measures are regularly inspected during the Monthly Facility Inspection. Shady Acres 
keeps records of the inspections. Any deficiencies in the security system are immediately 
reported to Shady Acres management and are corrected as soon as feasible. 
 
3.9.2 Flow valves locked 
Main valves at the truck-unloading connection will be locked shut when not in use. Other tank 
valves are left open to accommodate fuel supply to the dispensers. 
 
3.9.3 Starter controls locked 
This facility relies on the delivery-truck pumps when filling a tank, so these pumps are not 
locked out. Controls for the fuel dispenser pumps will not be locked because the fueling 
dispensers are available 24/7. 
 
3.9.4 Pipeline loading/unloading connections securely capped 
All connections, hoses, and pipelines are securely capped when not in service, including empty 
connections maintained as standby or extension apparatus. Out-of-service pipelines will be 
evacuated of their contents and blinded or capped. Such lines would also be marked or tagged at 
the transfer point to show the origin of the piping. 
  
3.9.5 Lighting adequate to detect spills 
Lights are located so that areas around the storage tanks and at the fuel dispensers receive 
adequate illumination. Lighting is also adequate to detect spills during nighttime hours. 
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3.10 Tank Truck Unloading Requirements (40 CFR 112.7 (h)) 


 
3.10.1 Secondary Containment (40 CFR 112.7 (h)(1)) 
Bulk-fuel unloading operations occur on a dirt pad adjacent and west of the tank farm. Drainage 
from the truck unloading area flows into the additional secondary containment basin next to the 
tank farm. A normally-closed valve is opened during unloading and closed as soon as the truck is 
unloaded. 
 
All truck unloading procedures are performed by authorized personnel who will remain in the 
area while unloading occurs. Before transferring oil into a tank, the volume of oil in the tank is 
checked to ensure that the delivered product will fit into the tank. During unloading the liquid 
level of the tank is closely monitored to ensure the tank is not overfilled.  
 
It is anticipated a driver will detect a spill or release during loading/unloading within 30 seconds 
and respond by shutting off flow to the release. At 200 gpm a 30 second release would be about 
100 gallons. This amount will be contained on the dirt unloading pad or within the nearby 
containment basin. Immediate cleanup of spills or releases will be required. 
  
Signs are used to notify truck drivers that they must be properly disconnected from the unloading 
area before departing. Before leaving the unloading area, truck connections will be checked for 
leaks. Any leaks must be corrected before the truck exits. 
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3.10.1.1 Unloading Procedures (40 CFR 112.7 (h)(2)(3)) 
The following requirements and procedures are in place for unloading bulk fuel at this Shady 
Acres facility: 
 
Unloading procedures meet U.S. Department of Transportation (DOT) regulations 
Shady Acres requires all drivers to comply with DOT regulations in 49 CFR Part 177 and facility 
standard operating procedures. All drivers must be authorized by Shady Acres to unload 
products. 
 
The driver must be present and attentive at all times during unloading.  
 
Unloading procedures are shown in Table 3.10 
 
 Table 3.10.  Truck Unloading Procedures 


1)  Prior to Unloading 
• Set parking brakes. 
• Do not allow drivers to remain in vehicles while performing loading or 


unloading. 
• Clean nonessential equipment and objects from the loading area. 
• Keep dome covers closed, except when unloading to allow tank to vent. 
• Thoroughly examine vehicles to ensure closure of all out-flowing valves. 
• Check and verify the receiving tank inventory. 
• Compare receiving tank inventory against the planned transfer quantity to 


avoid overfilling. 
• Connect ground device to truck or trailer being unloaded. 
• Open the normally-closed valve into the additional containment basin. 


 
2)  During Unloading  


• Begin flow slowly. 
• Observe outlets during loading to detect potential leakage during transit. 
• When filling a tank, the liquid level of the tank must be continuously 


monitored to ensure the tank is not overfilled. 
• In the event that any leakage is observed, cease loading immediately and 


take corrective action. 
 


3)  After Unloading 
• Check liquid levels for compartments by gauge and visual inspection. 
• Make sure all loading arms, valves and grounding system are disengaged. 
• Return all pumps, valves, and hoses to their out-of-service positions. 
• Close all hatches tightly. 
• Close internal safety valves. 
• Check for leaks or drips from all connections. Correct any leaks before 


leaving the dock area. 
• Close the valve at the additional containment basin. 
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3.10.2 Warning or barrier system for vehicles. 40 CFR 112.7 (h)(2) 
A warning sign is posted in view of the tank-transfer connection to deter vehicular departure 
before complete disconnect of transfer lines has occurred. Trucks and trailers also have a brake 
interlock system that, when activated, will prevent movement of the vehicle.  
 
3.10.3 Vehicles examined for lowermost drainage outlets before leaving. 40 CFR 112.7 


(h)(3) 
Upon completion of loading/unloading operations, the lowermost drainage outlets are inspected 
for leaks. Observed leaks must be corrected before the vehicle leaves the unloading area. 
 


3.11  Brittle Fracture Evaluation (40 CFR 112.7 (i)) 


 
Brittle-fracture analysis, in accordance with API 653, will not be required since the tanks at this 
facility are small shop-welded tanks (40 CFR Part 112.7(i)). The shell thickness of all tanks at 
this facility is less than one-half inch. As discussed in the American Institute (API) Standard 653 
Tank Inspection, Repair, Alteration, and Reconstruction (API-653), brittle fracture is not a 
concern for tanks that have a shell thickness of less than one-half inch. Also, brittle fracture is 
not a concern for poly tanks. This is the extent of the brittle fracture evaluation for the tanks at 
this facility. 
 


3.12  Conformance with State and Local Applicable Requirements (40 CFR 112.7 
(j)) 


 
It is believed that this plan conforms with applicable State and Federal requirements, regulations 
and guidelines for effective discharge prevention and containment procedures associated with 
aboveground storage and handling of oil. 
 
The State of Utah Department of Environmental Quality (UDEQ) requires spill reporting as 
described in this SPCC plan.  
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Part 4 Discharge Prevention – SPCC Provisions for Onshore Facilities 
 


4.1  Facility Drainage (40 CFR 112.8(b)) 


 
Storm water drainage from the facility generally flows south, through the adjacent RV park and 
campground, and then into a golf course drainage channel. The golf course drainage channel 
flows SE into the Green River. The Green River is located about .39 miles SE of the fuel tanks 
and is considered the nearest navigable water. 
 
Additional drainage control information is detailed above in Section 3.5. 
 


4.2  Bulk Storage Containers (40 CFR 112.8(c)) 


 
4.2.1 Construction (40 CFR 112.8(c)(1)) 
Shady Acres’ storage consists of vertical aboveground storage tanks (ASTs). A current list of 
tanks with corresponding tank data is attached in Appendix A. ASTs are constructed of steel. 
The tanks are set on approximately 12” of gravel over a concrete containment structure. 
 
Tank materials-of-construction are compatible with the tank contents. Tanks are regularly 
inspected and are subjected to integrity testing using appropriate methods described in Section 
3.7 (integrity testing includes monthly, annual, and occasional formal tank inspections). Testing 
records are maintained by the designated person in charge of SPCC compliance (see cover page 
for designated person). 


 
All AST tanks are subject to daily visual observations during working hours to ensure their 
integrity. Any detected leaks are immediately reported to management. 
 
4.2.2 Secondary Containment (40 CFR 112.8(c)(2)) 
Secondary containment for the storage tanks is detailed above in Section 3.5 and further 
discussed in Section 1.5. 
 
4.2.3 Drainage of Diked Areas (40 CFR 112.8(c)(3)) 
Storm water can accumulate in the outside tank farm and in the basin next to the tank farm. 
Evaporation is the normal means of removing storm water from these areas; however, if needed 
accumulated storm water can be pumped or vacuumed out. Before removing storm water, the 
water must be inspected for any signs of oil or oil sheen. The form in Appendix E should be 
completed to document this inspection prior to manually removing water from the tank farm 
containment area. If oil or oily water is detected it cannot be discharged as storm water but 
should be collected and properly disposed of. 
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4.2.4 Corrosion Protection (40 CFR 112.8(c)(4)) 
ASTs are protected against corrosion by being set on a gravel bed within a concrete containment 
structure. The gravel bed drains to a sump within the containment structure. The elevated gravel 
bed keeps the tanks from direct contact with accumulated precipitation.   
 
4.2.5 Partially Buried Tanks (40 CFR 112.8(c)(5)) 
There are no partially buried storage tanks located at this Shady Acres facility. 


 
4.2.6 Inspections and Test (40 CFR 112.8(c)(6)) 
Tanks are inspected as detailed above in Section 3.7. 


 
4.2.7 Heating Coils (40 CFR 112.8(c)(7)) 
There are no heated tanks at this facility. 
 
4.2.8 Overfill Protection (40 CFR 112.8(c)(8)) 
When transfers to a tank occur, the tank is gauged to ensure that it is capable of holding the 
amount of product being transferred. Tank gauges are on top of each tank. During filling 
operations, the person filling the tank must closely monitor the liquid level to avoid overfilling 
the tank. 
  
4.2.9 Effluent Treatment Facilities (40 CFR 112.8(c)(9)) 
This Shady Acres site does not have a monitoring system for effluent precipitation from the 
property.  
 
4.2.10 Visible Discharges (40 CFR 112.8(c)(10)) 
Daily inspections include visual monitoring of tank seams, flanges, gaskets and bolts. Visible 
discharges from any container or appurtenance; including seams, gaskets, piping, pumps, valves 
and bolts, are quickly corrected upon discovery. 
 
Oil is promptly removed from containment areas and disposed of according to the waste disposal 
method described in Part 5.3 of this plan. 
 
4.2.11 Mobile and Portable Containers (40 CFR 112.8(c)(11)) 
This facility does not have any mobile or portable containers. Should mobile or portable 
containers (with a capacity of 55-gallons or greater) be stored on site, such containers will be 
stored on containment pallets or within a containment structure. 
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4.3  Transfer Operations, Pumping, and In-Plant Processes (40 CFR 112.8(d)) 


 
4.3.1 Buried Piping 
Underground fiberglass piping runs from the tank farm to the fuel dispensers. The underground 
piping will be periodically pressure tested for leaks. 
 
4.3.2 Not in Service and Standby Connections 
Shady Acres operates with aboveground pipe/hose terminal connections. All unloading-area 
terminal valves are locked in the closed position when not in use. If the facility, or any part of the 
facility, were to be temporarily taken out of service, valve ends and other appropriate locations 
would be temporarily blind-flanged, capped or plugged. These connections and terminals would 
remain capped until such time as they were brought back into service. Such lines would also be 
marked or tagged at the transfer point to show the origin of the piping. 


 
4.3.3 Pipe Supports 
Fixed pipe supports must be designed to allow for expansion and contraction, minimize 
corrosion, and provide adequate support. 


 
4.3.4 Aboveground Equipment and Piping Inspections 
Aboveground valves and pipelines are subject to regular inspections. Items subject to inspections 
include, but are not limited to piping, valves, pumps, pipe joints, flanges, pipeline supports, and 
filters. Daily observations are made during regular shift work and monthly inspections are 
documented using the standard forms included in Appendices C and D. 
 
4.3.5 Protection of Aboveground Piping and Equipment 
Aboveground piping and equipment are generally located within the tank farm where it is 
protected from vehicle damage. A large boulder has been placed to protect the truck unloading 
connections from vehicle damage. At the fuel dispensers crash bollards protect dispensing 
equipment. 
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Part 5 Discharge Response (40 CFR 112.7 (a)(3)(iv)) 
 
This section describes the response and cleanup procedures in the event of an oil discharge. The 
uncontrolled discharge of oil to groundwater, surface water, or soil is prohibited by state and 
federal laws. Immediate action must be taken to control, contain, and recover discharged 
product. 
 
In general, the following steps are taken: 


1. Eliminate potential spark sources 
2. If possible and safe to do so, identify and shut down source of the discharge to stop the 


flow 
3. Contain the discharge with sorbents, berms, trenches, sandbags, or other material 
4. Contact the Facility Manager or his/her alternate 
5. Contact regulatory authorities and the response organization 
6. Collect and dispose of recovered products according to regulation 


 
For the purpose of establishing appropriate response procedures, this SPCC Plan classifies 
discharges as either “minor” or “major,” depending on the volume and characteristics of the 
material released. 
 
A list of Emergency Contacts is provided in Appendix H.  
  


5.1  Response to a Minor Discharge 


 
A “minor” discharge is defined as one that poses no significant harm (or threat) to human health 
and safety or to the environment. Minor discharges are generally those where: 
 


a. The quantity of product discharged is small (e.g., may involve less than 25 gallons of oil) 
b. Discharged material is easily stopped and controlled at the time of the discharge 
c. Discharge is localized near the source 
d. Discharged material is not likely to reach water 
e. There is little risk to human health or safety 
f. There is little risk of fire or explosion. 


 
Minor discharges can usually be cleaned up by Shady Acres personnel. The following guidelines 
apply: 
 


• Immediately notify the company Manager. 
• Under the direction of the Manager, contain the discharge with spill kits, oil booms or 


other discharge response materials and equipment. Place discharge debris in properly 
labeled waste containers. 


• The Manager will document the discharge (see Section 2.2.1.B above). 
• If the discharge is off site and involves more than 25 gallons of oil, the Manager will 


contact regulatory authorities to report the release (see section 5.4). The form in 
Appendix H can be used to document notification to federal, state and local agencies. 
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5.2  Response to a Major Discharge 


 
A “major” discharge is defined as one that cannot be safely controlled or cleaned up by facility 
personnel, such as when: 
 


• The discharge is large enough to spread beyond the immediate discharge area; 
• The discharged material enters water; 
• The discharge requires special equipment or training to clean up; 
• The discharged material poses a hazard to human health or safety; or 
• There is a danger of fire or explosion. 


 
In the event of a major discharge, the following guidelines apply: 
 


1. All workers must immediately evacuate the discharge site and move to areas at a safe 
distance from the discharge. 


2. The Manager must be notified. The Manager has authority to initiate notification and 
response. Certain notifications are dependent on the circumstances and type of discharge.  


3. Any able employee must call for medical assistance if workers are injured or in case of a 
fire. 


4. The Manager or his designee must immediately contact the National Response Center 
(800-424-8802) and Utah DEQ 24-hour communications center at 801-536-4123 (see 
additional reporting information in Section 3.3 above). 


5. The Manager must document the call (use the Discharge Notification Form in Appendix 
H). 


6. The Manager coordinates cleanup and obtains assistance from a cleanup contractor(s) or 
other response organization as necessary. 


 
If the Manager is not available at the time of the discharge, then the next highest person in 
seniority assumes responsibility for coordinating response activities. 
 


5.3  Waste Disposal (40 CFR 112.7 (a)(3)(v)) 


 
Wastes resulting from a minor discharge response will be containerized in impervious bags, 
drums, or buckets. The facility manager will characterize the waste for proper disposal and 
ensure that it is removed from the facility by a licensed waste hauler. 
 
Wastes resulting from a major discharge response will be removed and disposed of by a cleanup 
contractor. 
 
 


5.4  Discharge Notification 


 
Any size discharge (i.e., one that creates a sheen, emulsion, or sludge) that affects or threatens to 
affect navigable waters or adjoining shorelines must be reported immediately to the National 
Response Center (1-800-424-8802). The Center is staffed 24 hours a day. 
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Discharge notification procedures are detailed above in Section 3.3 and Section 5.2 of this plan. 
The Discharge Notification form in Appendix H can be used to help document discharge 
reporting and notification. 
 


5.5  Cleanup Contractors and Equipment Suppliers 


 
Appropriate cleanup will be required any time oil is spilled outside of a containment area. 
Typically, this will involve coordination by the Manager who will direct the cleanup work. If 
needed management will contact a spill cleanup contractor who has the training and expertise to 
conduct cleanup of petroleum-contaminated soils.  
 
If oil were to make its way off the property an immediate response would be required to 
minimize oil migration. The fire department should be contacted as first-responders. A company 
such as Enviro Care (800-820-9058) or Environmental Restoration, LLC (888-814-7477) should 
also be contacted to help mitigate the discharge. 
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Appendix A 


Storage Tank Data 
  







Petroleum Storage Tanks


Shady Acres Development - Green River, Utah Facility


Petroleum-Storage Tank Data


Capacity, Diameter/ Year


Tank ID gallons Gal/Ft Service Type width, ft Height, ft Safe Fill, ft Location Built Insulated Heated


1 12,000 711 ULSD Diesel Vertical Steel Tank 11 17 Tank Farm no no


2 10,000 530 Premium Gasoline Vertical Steel Tank 9.5 19 Tank Farm no no


3 14,000 673 Gasoline Vertical Steel Tank 10.7 21 Tank Farm no no


4 6,400 530 Gasoline Vertical Steel Tank 9.5 12 Tank Farm no no
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Appendix B  
Secondary Containment Calculations 


  







Secondary Containment Information and Calculations


Shady Acres Development - Green River, Utah Facility


Containment Area: Tank Farm


Tanks included in this area: 1, 2, 3, 4


Largest Tank, Tank 3


Approximate Dimensions of Containment Area: Tank Capacity, gal 14,000      


gravel Estimated Displacement Calculations


width, ft 25.83 25.83 Tank  gal/ft Displaced, gal


length, ft 25.83 25.83 1 711 1,659


Height, in 28 12 2 530 1,237


45% void % 4 530 1,237


capacity 11,645 2,246 misc. 50 117 estimate


Total, gal. 13,891 4,249


rectangular containment capacity = W(ft) x L(ft) x  h(in)/12(in/ft) x 7.4805 gal/ft3


Capacity 13,891      gallons


Precipitation Allowance:


24-hour storm event, in.* 3.6


Precipitation Amount, gal 1,497


Total Available Secondary Containment:


Capacity - Precipitation - Displacement = Available Containment = 8,145        gal.


Excess capacity = Available Containment - Tank Capacity = (5,855)       gal.


Excess capacity with proposed secondary containment addition = 586           


Additional Secondary Containment for Tank Farm and Bulk Fuel Loading/Unloading


Approximate Dimensions of Containment Area:


width, ft 10


length, ft 25.83


Height, in 40


capacity 6,441


Additional secondary containment, in the form of a concrete basin, has been installed adjacent to the main 


tank farm. This containment area provides more containment for the storage tanks and also provides 


secondary containment for the bulk-fuel loading/unloading area. A spill or release during loading/unloading 


will run into a gutter that drains into this concrete containment area. A normally-closed valve must be 


opened during loading/unloading operations. The approximate capacity of the additional secondary 


containment is described below:


The existing and new secondary containment areas are connected with the use of a conduit or notch to 


ensure overflow from the main tank farm will collect in the new containment area.


*Precipitation for 24-hour worst case event for Green River Utah, Western Regional Climate Center







Secondary Containment Information and Calculations


Shady Acres Development - Green River, Utah Facility


Containment: Fuel Dispensers


Vehicle Fueling


Fueling Rate, gpm 20


Time, sec. 30


Amount released, gal. 10


Secondary containment for vehicle fueling operations at the fuel dispensers is provided by the concrete 


pad and with the use of spill kits. It is anticipated a person fueling their vehicle will detect a spill or problem 


within 30 seconds and shut off the flow. At 20 gpm a 30 second release would be about 10 gallons. Spill 


kits in the vicinity of the fueling bays have the capacity to contain a 10 gallon spill.


*Precipitation for 24-hour worst case event for Green River Utah, Western Regional Climate Center
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Appendix C 
Monthly Storage Tank Inspection Form 


 
  







Monthly Tank Inspection Record


Shady Acres Development - Green River, Utah Facility


Date:


Inspector:


Answer "Y" for yes, "N" for no, "N/A" for not applicable


Tank 1 2 3 4


Inspection Details Diesel Premium Gasoline Gasoline


Water in tank containment area?


Debris or fire hazards in containment area?


Drain valves operable and in closed position?


Containment egress pathways clear?


Visible leaks from exterior surface?


Ladders/Platforms in good condition?


Visible signs of corrosion?


Foundation in good condition?


Tank paint in good condition?


Tank gauge functioning properly?


High Level Alarm Working?


Any leaks from associated piping?


Any leaks from associated pumps?


Comments on any discovered inspection deficiencies:


Monthly inspection records must be maintained a minimum of three (3) years. 2 of 10
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Appendix C 
Annual Storage Tank Inspection Form 


 
  







Annual Tank Inspection Record


Shady Acres Development - Green River, Utah Facility


Date:


Inspector: Answer Y for yes, N for no, or NA for not applicable


Tank 1 2 3 4


Inspection Details Gasoline Gasoline Gasoline Diesel


Containment structure in good condition?


Containment drainage valve/piping fit for service?


Evidence of tank settlement?


Cracking or spalling of concrete foundation?


Tank supports in satisfactory condition?


Water able to drain away from tank?


Grounding strap secured and in good condition?


Cathodic protection system functioning properly?


Evidence of paint failure?


Noticeable shell distortions, dents, bulging, etc.


Evidence of shell corrosion or cracking?


Flanges and connections tight?


Standing water on roof?


Evidence of roof coating damage, peeling, etc.


Holes in roof?


Tank vents free of obstructions?


Emergency vents operable? Lift as required?


Insulation missing? NA NA NA NA


Areas of noticeable moisture on insulation? NA NA NA NA


Mold on insulations? NA NA NA NA


Insulation damaged? NA NA NA NA


Is insulation protected from water intrusion? NA NA NA NA


Has high level alarm been tested?


Is tank gauge or level sensor operating properly?


Are overfill prevention devices working properly?


Are tank ground lines in good condition?


Is electrical wiring in good condition?


Comments on any discovered inspection deficiencies or other conditions that should be addressed for


continued safe operation:


Annual inspection records must be maintained a minimum of three (3) years. page 3 of 10
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Appendix D 
Monthly Facility Inspection Form 


  







Monthly Facility Inspection Record


Shady Acres Development - Green River, Utah Facility


Date: _________________


Inspected By: _________________


1. Secondary Containment Areas Yes No


Tank Farm containment in good condition?


Free-oil observed in tank farm containment area?


Bulk-fuel unloading / additional containment area in good condition?


Spill kits available at unloading area?


Spill kits available at fuel dispensers?


Main valves on unloading lines locked closed?


Comments:


2. Facility Drainage Yes No


Any visible oil detected in or around facility stormwater drain pathways?


Any evidence of oil discharge on the south side of property (onto golf course)?


Any visible fuel spills at dispsnsers discharging into storm water paths?


Comments:


3. Security Yes No


Main unloading valves locked shut when not in use?


Facility lights working?


Comments:


4. Loading/Unloading Areas Yes No


Early Departure Warning Signs in Place and Legible?


Terminal connections blocked in, capped or blinded?


Drip pans or spill-catch buckets not overflowing?


Any evidence of spills or discharges from unloading operations?


Leaks from unloading piping, hoses or equipment?


Comments:


5. Tanks and Associated Piping and Equipment


See the Monthly Tank Farm Inspection Form for items to be reviewed associated with


storage tanks and piping at the facility.


Facility inspection records must be maintained on site for a minimum of three (3) years.
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Appendix E 
Drainage Discharge Report Form 


  







Shady Acres Development - Green River, Utah Facility


 Facility Storm Water Transfer Record


Any time water is manually transferred from the secondary containment area associated with


the facility storage tanks or truck unloading containment areas, a record should be kept on the form below.


If there is visible oil on the storm water, management should be notified before any transfer is made.


Date Containment Area Visible Oil (y/n)? Destination Operator Comments


11/15/2022 Main Tank Farm N ground bz no oil or sheen on water


Shaded line above is example only. Applicable Storm Water Pollution Prevention measures must be followed.
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Appendix F 
SPCC Training/Meeting Form 
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SPCC TRAINING/MEETING RECORD 
 


Conducted by:   Date:   
 


Attendees:      


    


    


    


    


    
 


SPCC Elements: 


 Inspections (Type, Frequency)  Facility Storage (Quantity, Locations) 


 Drainage  Spill Control Procedures 


 Site Security  Spill Control Equipment 


 Bulk Transfer Operations  Fueling Operations 


 Record Keeping  Housekeeping 


 Equipment Maintenance  Emergency Contacts 


 


Spill Response Drill Conducted?   Yes   No 
 


Scenario Description:   


  


  


  


  


  
 
Facility Management Approval:   
 


 
  







Shady Acres Development - Green River, Utah Facility


Spill Prevention Control and Countermeasures Plan (SPCC) Training Record


Topic:


Instructor:


Attendees Company Signature Date







Spill Prevention Control and Countermeasures (SPCC) Plan ● Shady Acres Development ● Green River, UT 
 


   


Appendix G 
Certification of the Applicability of the Substantial Harm Criteria Checklist 
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CERTIFICATION OF THE APPLICABILITY 
OF THE SUBSTANTIAL HARM CRITERIA CHECKLIST 


 
 


FACILITY NAME:  Shady Acres Development - Green River       
 
FACILITY ADDRESS: 780 East Main Street   Green River, UT  84525     
  
1. Does the facility transfer oil over water to or from vessels and does the facility have a total oil storage capacity 


greater than or equal to 42,000 gal.? 
 


 Yes     No 
 
2. Does the facility have a total oil storage capacity greater than or equal to 1 million gal., and does the facility 


lack secondary containment that is sufficiently large to contain the capacity of the largest aboveground oil 
storage tank plus sufficient freeboard to allow for precipitation within any aboveground oil storage tank area? 


 
 Yes     No 


 
3. Does the facility have a total oil storage capacity greater than or equal to 1 million gal., and is the facility 


located at a distance (as calculated using the formula in Attachment C-III, Attachment C, 40 CFR Part 112 
or a comparable formula) such that a discharge from the facility could cause injury to fish and wildlife and 
sensitive environments? For further description of fish and wildlife and sensitive environments, see 
Appendices I, II, and III to DOC/NOAA's "Guidance for Facility and Vessel Response Environments" 
(Section 10, Attachment E, 40 CFR Part 112 for availability) and the applicable Area Contingency Plan. 


 
 Yes     No 


 
4. Does the facility have a total oil storage capacity greater than or equal to 1 million gal., and is the facility 


located at a distance (as calculated using the appropriate formula (Attachment C-III, Attachment C, 40 CFR 
Part 112 or a comparable formula) such that a discharge from the facility would shut down a public drinking 
water intake? 
 


 Yes     No 
 
5. Does the facility have a total oil storage capacity greater than or equal to 1 million gal. and has the facility 


experienced a reportable oil spill in an amount greater than or equal to 10,000 gal. within the last 5 years? 
 


 Yes     No 
 
CERTIFICATION 
 
I certify that, under penalty of law, I have personally examined and am familiar with the information submitted in 
this document and that, based on my inquiry of those individuals responsible for obtaining this information, I believe 
that the submitted information is true, accurate, and complete. 
 


 
______________________________________         _________________________________ 
Name (please type or print)   Signature 
 
______________________________________   _________________________________ 
Title      Date 
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Appendix H 
Emergency Contacts and Phone Numbers 


 
 
Diana Engleman      435-299-2279 cell 
 
Dustin Gingerich (alternate SPCC contact)   435-210-0063 cell 


 
Danna Engleman (alternate SPCC contact)   435-536-7758 cell 
 
U. S. Coast Guard, Washington, D.C.     800-424-8802 
National Response Center, 24-hr.     202-267-2675 
 
State of Utah Department of Environmental Quality 
Environmental Response and Remediation Department of Emergency Management 
P.O. Box 144840 
168 North 1950 West 
Salt Lake City, Utah 84114-4840 
24-hour        801-536-4123  
 
U.S. Environmental Protection Agency   303-312-6312 
(Region 8 States Only)     800-227-8917 
1595 Wynkoop St. 
Denver, Colorado 80202-1129 
 
Region 8 Emergency Response Spill Report Hotline: 800-227-8914 
 
Green River Fire Department, emergency   911 
Dispatch       435-564-8111 
 
Emery County Sheriff’s Office, emergency   911 
Dispatch       435-381-2404 


 
Medical Emergency      911 
 
Spill and Emergency Response Contractors: 
 
Enviro Care       800-820-9058 
 
Environmental Restoration, LLC     888-814-7477 
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Appendix H (continued) 
Discharge Notification Form 


  







Discharge Notification Form


Shady Acres Development - Green River, Utah Facility


Part A: Discharge Information


General information when reporting a spill to outside authorities:


Name: Shady Acres Development - Green River, Utah Facility


Address: 780 East Main Street


Green River, Utah 84525


Telephone: 435-299-2279 (Diana Engleman cell phone)


Owner/Operator: Shady Acres Development - Green River, Utah Facility


780 East Main Street


Green River, Utah 84525


435-299-2279


Primary Contact: Diana Engleman Alternate SPCC Contacts:


Cell (24-hr): 435-260-2472 Dustin Gingerich 435-210-0063 cell


Office: Danna Engleman 435-536-7758 cell


Type of oil discharged: Discharge Date and Time:


Quantity released (gal.): Discovery Date and Time:


Quantity released to a water body (gal.): Discharge Duration:


Location/Source of release:


Actions taken to stop, remove, and mitigate impacts of the discharge:


Affected Media:


Air Storm water sewer / POTW


Water Dike or berm


Soil Other:


Notification Person: Telephone Contact:


Business:


24-hr:


Cause of discharges, environmental/health effects, and damages:


Injuries, fatalities or evacuation required?


This completed Discharge Notification Form must be kept on file for a minimum of three years.







Discharge Notification Form


Shady Acres Development - Green River, Utah Facility


Part B: Notification Checklist


Discharge in any amount Date/Time


Diana Engleman


Cell (24-hr):435-260-2472


Discharge in amount exceeding 25 gallons and not affecting a waterbody or groundwater


Date/Time


Utah Department of Environmental Quality


801-536-4123


Date/Time


Green River Fire Department


435-564-8111


Date/TimeName of person receiving call


Discharge in any amount and affecting (or threatening to affect) a waterbody


Date/Time


National Response Center (NRC)


800-424-8802


Date/Time


Utah Department of Environmental Quality


801-536-4123


Date/Time


Green River Fire Department


435-564-8111


Date/TimeName of person receiving call


Date/Time


EPA Region 8


800-227-8917


303-312-6312


303-293-1788


Name of person receiving call


Name of person receiving call


Name of person receiving call


Name of person receiving call


Name of person receiving call


Name of person receiving call


Name of person receiving call


This completed Discharge Notification Form must be kept on file for a minimum of three years.
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Appendix I 
Site Map, Site Plan and SPCC Drawings 
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